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AMENDMENT 1 09.05.2014

640-13-134VA PALO ALTO B-100
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ELECTRICAL LIGHTING

SCHEDULES

FINAL BID DOCUMENTS

Checker

LIGHTING FIXTURE SCHEDULE

Symbol TYPE DESCRIPTION MANUFACTURER VOLTS LAMP WATTS NOTES

F1A LINEAR RECESSED LUMINAIRE LED PHILIPS LIGHTOLIER LYTECEL 6 LENS
LI-S-64-G-PN-31A-40-U-LAG

277 V LED
4800LM

-

F1B SAME AS F1A BUT FOR SHEET ROCK
CEILING

- 277 V - -

F2 6" RECESSED LED DOWNLIGHT PHILIPS LIGHTOLIER CALCULITE
C6L1520DL-40K-M-CCL-W
C6L15-N-277V-Z10V

277 V LED
2000LM

40 W -

F4 4" LENSED SHOWER LIGHT PHILIPS LIGHTOLIER LYTECASTER
2001CLC
2001F18U

277 V CFL
TRIPLE
TUBE

18 W -

F5 NOT USED - 0 V 0 W -

F6 RECESSED LED 2X4 LUMINAIRE PHILIPS LIGHTOLIER SPECPLUS 277 V LED 53 W COORDINATE WITH ARCHITECTURAL REFLECTED CEILING PLAN
FOR CEILING TYPE AND PROVIDE APPROPRIATE TRIM.

F7 RECESSED 2X2 TO MATCH EXISTING - 277 V - -

F8 WALL MOUNTED 4'-0" OVER BED LIGHT CHRYSALITE LED
HPW248-277-LED35-2U1D-LV-AM

277 V LED 126 W -
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